
CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
SAN FRANCSICO BAY REGION

ORDER NO. 91 - 041

WASTE DISCHARGE REQUIREMENTS FOR:

CITY OF VALLEJO, TRAVIS AIR FORCE BASE WATER TREATMENT PLANT,
TRAVIS AIR FORCE BASE, SOLANO COUNTY

The California Regional Water Quality Control Board, San
Francisco Bay Region (hereinafter called the Board), finds that:

1. The City of Vallejo owns and operates the Travis Air Force
Base Water Treatment Plant which provides drinking water for
the Travis Air Force Base (AFB). The plant is located in an
unincorporated area of Solano County just outside the
northwest boundary of the AFB. The plant sits on top of a
knoll, surrrounded by open grassland, in an 8.4 acre site
owned by the City of Vallejo.

2. The City of Vallejo (hereinafter called the Discharger)
submitted a Report of Waste Discharge dated June 20, 1990,
and additional information was submitted by the city's
consultant by letter dated December 21, 1990, for issuance of
waste discharge requirements for discharges related to the
operation and maintenance of the water treatment plant.

3. The Discharger has proposed to upgrade the plant in order to
improve its reliablity and efficiency, to meet anticiapted
drinking water quality requirements, to increase the plants
capacity, and to provide sludge handling and drying facilities.
The plant upgrade includes renovation of existing facilities
(filters, flocculation/sedimentation basin, operations
building) and construction of new facilities (chemical storage
and feed building, ozonation system, back-wash water recovery
pond, and on-site sludge drying beds). The raw water intake
for the plant is from the North Bay Aqueduct. The plant
upgrade will increase the peak flow capacity from the current
6 million gallons per day (mgd) to 7.5 mgd.

4. Improvements to the solids handling facilities include
installation of a vacuum type sludge collection system in the
sedimentation basins, and new on-site sludge drying beds, to
be constructed from on-site clay materials. Sludge solids
will be removed from the sedimentaion basins on regular daily
intervals and pumped to the drying beds. The drying beds will
have an underdrain system to facilitate dewatering and drying
of the sludge. Decanted water from the drying beds will be
returned to the fully-contained washwater recovery ponds.
Dried sludge will be removed and hauled off-site to an
authorized landfill, about once every three to six months.
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